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NOTES:

1. AN ON-SITE ACCESS ROAD SHALL BE PROVIDED FOR THE WEST SIDE OF THE PROJECT WITH A MINIMUM 26 FEET IN RESIDENTIAL BUILDING - 5 STORIES + MEZZANINE
WIDTH AND PROVIDED WITH A MINIMUM 13 FEET 6 INCH HEIGHT CLEARANCE. OCCUPANCY: R-2

2. FIRE LANE MARKING AND SIGNAGE SHALL BE PROVIDED AS REQUIRED BY M.F.D. .

3. FIRE HYDRANTSHALL BE PROVIDED ALONG ALL PUBLIC AND ON-SITE ACCESS ROADS. HYDRANT SHALL BE WITHIN CONSTRCUTION: TYPE lll-A _I m h W—. m Z G
120 FEET OF THE STRUCTURE AND SPACED AT NO MORE THAN 200 FEET. THE MINIMUM FIRE FLOW SHALL BE 2,000 RESIDENTIAL BUILDING AREA:
GPM AT 20 PSI. :

4. A CLASS 1 STANDPIPE SYSTEM SHALL BE PROVIDED IN ALL STAIRWELLS ON ALL LEVELS INCLUDING THE ROOF AS SET
FORTH BY BUILDING CODE AND FIRE CODE 905. STANDPIPES LOCATED BETWEEN STAIRWELLS MAY ALSO BE
REQUIRED, PARKING STRUCTURE - T SEMI-SUBTERRANEAN + 6 ABOVE-GRADE LEVELS
5. AN AUTOMATIC FIRE SPRINKLER SYSTEM AND FIRE ALARM AS SET FORTH BY FIRE CODE 903 AND 907. OCCUPANCY: S-2
6. DWELLING UNITS AND COMMON AREAS SHALL BE PROVIDED WITH VISIBLE ALARM NOTIFICATION APPLIANCES. :
7. SMOKE ALARMS SHALL BE PROVIDED IN EACH ROOM FOR SLEEPING PURPOSES AND AT A POINT CENTRALLY CONSTRCUTION: TYPE I-A - )
LOCATED IN THE CORRIDOR OR AREA GIVING ACCESS TO EACH SEPARATE SLEEPING AREA. —_—— == — — FIRE SEPERATION WALL
8.  CARBON MONOXIDE ALARMS SHALL BE PROVIDED EITHER WITHIN ALL SLEEPING UNITS OR ELSE THE BUILDING PARKING STRUCTURE AREA: S OF DECEK
SHALL BE PROVIDED WITH A CARBON MONOXIDE ALARM SYSTEM THAT PROTECTS ALL COMMON AREAS. I I
9. A MINIMUM OF ONE RATED STAIRWELL SHALL EXTEND TO THE ROOF FOR EACH BUILDING. (= LEVEL 5)
10.  ALL RATED EXIT STAIRWELLS SHALL HAVE KEYED EXTERIOR DOORS ON THE GROUND LEVEL. KNOX BOXES SHALL BE
PROVIDED ADJACENT TO ALL EXIT STAIRWELL EXTERIOR DOORS AT APPROVED LOCATIONS. A KNOX BOX SHALL
ALSO BE PROVIDED ADJACENT TO THE MAIN ENTRANCE OF ALL BUILDINGS AT AN APPROVED LOCATION. e A
11.  ALL BUILDINGS SHALL HAVE A MINIMUM OF ONE ELEVATOR CAPABLE OF ACCOMMODATING GENERAL ROOF ACCERS
STRETCHER DIMENSIONS. ST & B WELL
12. AN APPROVED NUMBER OR ADDRESS SHALL BE PROVIDED ON ALL NEW BUILDINGS IN SUCH A POSITION AS TO BE . . .
PLAINLY VISIBLE AND LEGIBLE FROM THE STREET OR ROAD FRONTING THE PROPERTY. NUMBERS SHALL BE A

MINIMUM OF 6-INCH HIGH BY 3-INCH STROKE AND BE A CONTRASTING BACKGROUND.
13.  PORTABLE FIRE EXTINGUISHERS SHALL BE INSTALLED PER CFC.
14. AN EMERGENCY RESPONDER RADIO COVERAGE SYSTEM SHALL BE PROVIDED.
15. A MINIMUM OF ONE STANDPIPE SYSTEM FOR USE DURING CONSTRUCTION SHALL BE PROVIDED. SUCH STANDPIPE
SHALL BE INSTALLED WHEN THE PROGRESS OF CONSTRUCTION IS NOT MORE THAN 40 FEET IN HEIGHT ABOVE THE
LOWEST LEVEL OF FIRE DEPARTMENT ACCESS. Z

FIRE ACCESS LANE o - 150 FT. HCSE PULL
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